
S-Plan / S-Plan+

230Vac mains
supply

2-port valve

2-port valve

2-port valve

circulating pump
(optional)

cylinder stat

Note: For 2nd heating zone the
Heat & System 2-zone upgrade
kit is required.
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Y-Plan

3-port valve

230Vac mains
supply

circulating pump
(optional)

Note: Ensure 
call for hot
water from
cylinder stat
is wired to
connection 1.

C - Common
1 - Hot water
demand
2 - Hot water
satisfied
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